DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

STARTED 2/20/10

Company Performance Coal
Mine Upper Big Branch
Location Naomi Raleigh W.V.

Post-Office County State
When this book is completed it shall be retained at the mine for a period of one year after the date of the last entry in the book, regardless of change of ownership. When a mine is temporarily closed or abandoned, the operator shall retain this book in a safe place during the period of closure or for a period of one year after the mine is abandoned. Do not mail this book to the Bureau of Mines.
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-20-10

Time 4:30 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.7"

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed

(examiner)

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant

28734
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/1/10
Time 10:45 AM

Pan

Location

Pan Operating Properly

Yes

Water Gage Pressure

5.7'

Pan Signal Check (monthly) 2/19/10

Previous Check Made

1/17/10

Automatic Closing Doors (monthly) 2/19/10

Previous Examination Made

1/17/10

Remarks or changes

Signed

Mine Foreman

Mine Manager

Certificate Number

Superintendent or Assistant

Page 1
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-22-10
Time 5:00 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4"

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed [signature]
(examiner)

Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/23/10
Time 6:00 AM

Fan  North

Location  North portal

Fan Operating Properly  Yes

Water Gage Pressure  4.9"

Fan Signal Check (monthly)  2/19/10

Previous Check Made  1/17/10

Automatic Closing Doors (monthly)  2/19/10

Previous Examination Made  1/17/10

Remarks or changes

Signed  [signature]
(examiner)  4-249

Buck Foster  26236
Mine Foreman  Mine Manager  Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-24-10
Time 5:15 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5.5'

Fan Signal Check (monthly) 2-19-10
Previous Check Made 1-17-10
Automatic Closing Doors (monthly) 2-19-10
Previous Examination Made 1-17-10

Remarks or changes Changed shunt, greased fan bearings,

inboard bearing 128° outboard 82°

Signed T. E. Sheets
(examiner)

Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-25-12
Time 5:15 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 2-14-10 5.5'

Fan Signal Check (monthly) 1-17-10 2-19-10

Previous Check Made 9-14-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed
(examiner)

Rick Ford
Mine Foreman

Certificate Number 29236

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-26-70

Time 4:50 A.M.

Fan North

Location North Portal

Fan Operating Properly Y

Water Gage Pressure 5.1/5

Fan Signal Check (monthly) 2-19-70

Previous Check Made 1-17-70

Automatic Closing Doors (monthly) 2-19-70

Previous Examination Made 1-17-70

Remarks or changes

Signed Dr. Horst 9-11
(examiner)

R. A. Buxton

Mine Foreman

Certificate Number

Superintendent or Assistant
<table>
<thead>
<tr>
<th><strong>DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Date</strong></td>
</tr>
<tr>
<td><strong>Fan</strong></td>
</tr>
<tr>
<td><strong>Fan Operating Properly</strong></td>
</tr>
<tr>
<td><strong>Fan Signal Check (monthly)</strong></td>
</tr>
<tr>
<td><strong>Automatic Closing Doors (monthly)</strong></td>
</tr>
</tbody>
</table>

**Remarks or changes**

<table>
<thead>
<tr>
<th>Signed</th>
<th>Paul T.</th>
</tr>
</thead>
<tbody>
<tr>
<td>(examiner)</td>
<td>6-4031</td>
</tr>
</tbody>
</table>

---

**Mine Foreman** | Mine Manager | Certificate Number | Superintendent or Assistant |
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/28/10
Time 7:40 AM

Fan
488 North

Location
North Portal

Fan Operating Properly
YES

Water Gage Pressure
5.6".

Fan Signal Check (monthly)
2/28/10

Previous Check Made
1/17/10

Automatic Closing Doors (monthly)
2/19/10

Previous Examination Made
1/17/10

Remarks or changes

Signed

Rick Foster
Mine Foreman

84031
Mine Manager

Certificate Number
Superintendent or Assistant

Examined

Examiner
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-1-10
Time 5:15 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.9'

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed D. E. Smith 8-11
(examiner)

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-2-10

Time 4:30AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.27

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed [Signature] 3-11
(examiner)

[Signature] 2-236
Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 9-3-10
Time 5:15 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5 4/11
Fan Signal Check (monthly) 2-19-10
Previous Check Made 1-17-10
Automatic Closing Doors (monthly) 2-19-10
Previous Examination Made 1-17-10
Remarks or changes Changed chart, greased fan bearings, inboard 89°, outboard 67°

Signed
(examiner)

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-4-10
Time 4:40 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4" 

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed J.E. Sheetz 8-11
(examiner)

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant 

29736
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date  3-5-10
Time  5:20 AM

Fan  North
Location  North Portal
Fan Operating Properly  Yes
Water Gage Pressure  5.2"  
Fan Signal Check (monthly)  2-19-10
Previous Check Made  1-17-10
Automatic Closing Doors (monthly)  2-19-10
Previous Examination Made  1-17-10
Remarks or changes

Signed  [Signature]  8-11
(examiner)

Mine Foreman  Mine Manager  Certificate Number  Superintendent or Assistant

28-7-36
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-6-10
Time 5:05 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3

Fan Signal Check (monthly) 2-19-16

Previous Check Made 1-17-16

Automatic Closing Doors (monthly) 2-19-16

Previous Examination Made 1-17-16

Remarks or changes

Signed 5-3 Sheets 6-11
(examiner)

Miner Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 03-07-10
Time 6:30 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.5”

Fan Signal Check (monthly) 2/19/10

Previous Check Made 1/17/10

Automatic Closing Doors (monthly) 2/19/10

Previous Examination Made 1/17/10

Remarks or changes

Signed

Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant

28236
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 9-8-10
Time 5:20 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5.1
Fan Signal Check (monthly) 2-19-10
Previous Check Made 1-17-10
Automatic Closing Doors (monthly) 2-19-10
Previous Examination Made 1-17-10

Remarks or changes

Signed E. S. Smith 8-11
(examiner)

Reid Tate
Mine Foreman

28234
Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-9-10
Time 4:55 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed TC Scott 8-31
(examiner)

Rich Foster
Mine Foreman

28731
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-10-16
Time 4:35 A.M.

Fan North

Location North Porta

Fan Operating Properly Y E Y

Water Gage Pressure 5.0'

Fan Signal Check (monthly) 2-19-16

Previous Check Made 1-17-16

Automatic Closing Doors (monthly) 2-19-16

Previous Examination Made 1-17-16

Remarks or changes Changed chart, greased fan bearings, inboard 120'

Signed 8-11

Mine Foreman Mine Manager

Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 9-11-10
Time 5:30 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.1

Fan Signal Check (monthly) 2-19-10

Previous Check Made 1-17-10

Automatic Closing Doors (monthly) 2-19-10

Previous Examination Made 1-17-10

Remarks or changes

Signed T. Sheets 8-11
(examiner)

Rick [illegible] 287K
Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-12-10
Time 5:15 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 3.1'
Fan Signal Check (monthly) 2-19-10
Previous Check Made 1-17-10
Automatic Closing Doors (monthly) 2-19-10
Previous Examination Made 1-17-10

Remarks or changes

Signed [Signature]
(examiner)

[Signature] Mine Foreman Mine Manager
[Signature] Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-13-10

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.6"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes Greased motor bearing's Did fan signal check and automatic door check

Signed 3-15-2
(examiner)

Rick Jones
Mine Foreman Mine Manager

2255 Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-15-10
Time 5:15 A.M.

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5.3"/H
Fan Signal Check (monthly) 3-13-10
Previous Check Made 2-19-10
Automatic Closing Doors (monthly) 3-13-10
Previous Examination Made 2-19-10

Remarks or changes

Signed E. L. Sheetz 3-15-10
(examiner)

Rick Brist
Mine Foreman

28224
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-16-10
Time 5:20AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 9-13-10

Previous Examination Made 2-19-10

Remarks or Changes

Signed J.E. Sheets 9-11

(examiner)

Ralph Foster

Mine Foreman

Mine Manager

Certificate Number 28734

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-17-10
Time 6:15 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.8"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes Changed chart and greased bearings

Signed Victor Garcia (examiner)

Rick Foster
Mine Foreman

28234
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-18-10
Time 5:12 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 3-19-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-19-10

Previous Examination Made 2-19-10

Remarks or changes

Signed V.C. Sheets 9-11 (examiner)

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-19-10
Time 5:55 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5.41
Fan Signal Check (monthly) 3-13-10
Previous Check Made 2-19-10
Automatic Closing Doors (monthly) 3-13-10
Previous Examination Made 2-19-10

Remarks or changes

Signed 3-20-10
(examiner)

Mine Foreman Mine Manager 2-9734
Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-20-10
Time 6:10 Am

Fan North
Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4''

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed Virgil Boasman 4-3-49

Rick Foster
Mine Foreman

28234 Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-21-10
Time 7:00 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed (Examiner) [Signature]

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-22-10
Time 6:40 AM

Fan North

Location North portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed Virgil Borrower (examiner) 4-24-9

Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-23-10

Time 5:15 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3

Fan Signal Check (monthly) 2-14-10 3-13-10

Previous Check Made 2-14-10

Automatic Closing Doors (monthly) 9-19-10

Previous Examination Made 2-19-10

Remarks or changes


Signed E. D. Sites 3-11
(examiner)

Printed Name Mine Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-24-10
Time 5:45AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3'

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes Changed chart, greased fan bearings, inboard 84°, outboard 78°

Signed T.E. Sheets 8-11
(examiner)

Mine Foreman Mine Manager

2878 Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3.25.10
Time 5:20 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2'

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed J.C. Smith 3-15
(examiner)

Mine Foreman  Mine Manager

Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-26-10

Time 4:55 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2'

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed  
(examiner)

Mine Foreman Mine Manager

Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-27-10

Time 1:09 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed

Rick Foster
Mine Foreman

Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 03-28-10
Time 7:15 AM

Fan North

Location North portal

Fan Operating Property Yes

Water Gage Pressure 5.2" 

Fan Signal Check (monthly) 03-13-10

Previous Check Made 02-19-10

Automatic Closing Doors (monthly) 03-13-10

Previous Examination Made 02-19-10

Remarks or changes

Signed D. folders (examiner)

Mine Foreman Mine Manager 28736 Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-24-10

Time 5:05 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 3-19-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed TC Sheets 3-11
(examiner)

Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant

28234
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 3-30-10
Time 6:05 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3"/1

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed [Signature] 3-11 (examiner)

Mine Foreman  [Signature]  28236
Mine Manager  Certificate Number  Superintendent or Assistant
<table>
<thead>
<tr>
<th>Description</th>
<th>Details</th>
</tr>
</thead>
<tbody>
<tr>
<td>Date</td>
<td>3-31-10</td>
</tr>
<tr>
<td>Time</td>
<td>6:25AM</td>
</tr>
<tr>
<td>Fan</td>
<td>North</td>
</tr>
<tr>
<td>Location</td>
<td>North Portal</td>
</tr>
<tr>
<td>Fan Operating Properly</td>
<td>Yes</td>
</tr>
<tr>
<td>Water Gage Pressure</td>
<td>6.4'</td>
</tr>
<tr>
<td>Fan Signal Check (monthly)</td>
<td>3-13-10</td>
</tr>
<tr>
<td>Previous Check Made</td>
<td>2-19-10</td>
</tr>
<tr>
<td>Automatic Closing Doors (monthly)</td>
<td>3-13-10</td>
</tr>
<tr>
<td>Previous Examination Made</td>
<td>2-19-10</td>
</tr>
<tr>
<td>Remarks or changes</td>
<td>Changed short, greased fan bearings</td>
</tr>
<tr>
<td></td>
<td>IN 80°</td>
</tr>
<tr>
<td>Signed</td>
<td>Rich Foster</td>
</tr>
<tr>
<td>(examiner)</td>
<td></td>
</tr>
<tr>
<td>Mine Foreman</td>
<td></td>
</tr>
<tr>
<td>Mine Manager</td>
<td></td>
</tr>
<tr>
<td>Certificate Number</td>
<td>8333</td>
</tr>
<tr>
<td>Superintendent or Assistant</td>
<td></td>
</tr>
</tbody>
</table>
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 4-1-10
Time 5:40 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed

Mine Foreman

Mine Manager

Certificate Number

Superintendent or Assistant

4-249

Rick Fert

Larry Barea
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 4-2-10
Time 10:34 AM

Fan North
Location North Portal

Yes

5.2"

3-13-10

2-19-10

3-13-10

2-19-10

Remarks or changes

Signed [Signature]
(examiner)

[Signature] Mine Foreman Mine Manager

28334 Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 4-3-10

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.1"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed [Signature] 3-15-10
(examiner)


Certificate Number [Number] Superintendent or Assistant
<table>
<thead>
<tr>
<th>Fan</th>
<th>North</th>
</tr>
</thead>
<tbody>
<tr>
<td>Location</td>
<td>North Portal</td>
</tr>
<tr>
<td>Fan Operating Properly</td>
<td>Yes</td>
</tr>
<tr>
<td>Water Gage Pressure</td>
<td>5.2</td>
</tr>
<tr>
<td>Fan Signal Check (monthly)</td>
<td>3-13-10</td>
</tr>
<tr>
<td>Previous Check Made</td>
<td>2-19-10</td>
</tr>
<tr>
<td>Automatic Closing Doors (monthly)</td>
<td>3-13-10</td>
</tr>
<tr>
<td>Previous Examination Made</td>
<td>2-19-10</td>
</tr>
<tr>
<td>Remarks or changes</td>
<td></td>
</tr>
</tbody>
</table>

Signed: [Signature] 4-138

Mine Foreman: [Signature]  28738
Mine Manager:                     Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 4-5-10
Time 5:50 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 6.11

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

________________________________________

Signed John D. Smith 8-11
(examiner)

________________________
Mine Foreman

________________________
Mine Manager

28,736
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 4-6-10
Time 3:09 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 4.5'

Fan Signal Check (monthly) 2-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed J.C. Sheets 3-18
(examiner)

Beck forth

Mine Foreman  Mine Manager

Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 4-7-10
Time 7:35 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 42 3/8".

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes: Greased bearings

Changed Fan Chart with Fed and State inspector.

Signed Virgil Bourn
(examiner) 4-24-10

Rick Beta
Mine Foreman

28725
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 4-8-10

Time: 5:25 PM

Fan: NORTH

Location: NORTH Portal

Fan Operating Properly: YES

Water Gage Pressure: 4.5

Fan Signal Check (monthly): 3-13-10

Previous Check Made: 2-19-10

Automatic Closing Doors (monthly): 3-13-10

Previous Examination Made: 2-19-10

Remarks or Changes:

Signed: [Signature]
(examiner) 8-20-18

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date  4-9-10
Time  8:03 AM

Fan North

Location North Porch

Fan Operating Properly Yes

Water Gage Pressure 4.6"

Fan Signal Check (monthly) 3-13-10

Previous Check Made 2-19-10

Automatic Closing Doors (monthly) 3-13-10

Previous Examination Made 2-19-10

Remarks or changes

Signed 3-15-20
(examiner)

Mine Foreman Mine Manager Certificate Number Superintendent or Assistant