DAILY AND MONTHLY EXAMINATION
OF VENTILATION EQUIPMENT

Company: Performance Coal Co.
Mine: VB3
Location: Naoma Raleigh WV

Reorder from
Chapman Printing
(800) 999-2471
Form # MS-021
When this book is completed it shall be retained at the mine for a period of one year after the date of the last entry in the book, regardless of change of ownership. When a mine is temporarily closed or abandoned, the operator shall retain this book in a safe place during the period of closure or for a period of one year after the mine is abandoned. Do not mail this book to the Bureau of Mines.
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 01-03-10
Time 6:00 AM

Fan North Fan
Location North Portal

Fan Operating Properly YES
Water Gage Pressure 5.9"

Fan Signal Check (monthly) 12-19-09
Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09
Previous Examination Made 12-13-09

Remarks or changes

Signed [Signature]
(examiner)

Mine Foreman Mine Manager

Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 1-4-18  
Time: 12:23 AM

Fan: North

Location: North Portal

Fan Operating Properly: Yes

Water Gage Pressure: 60"

Fan Signal Check (monthly): 12-19-09

Previous Check Made: 12-13-09

Automatic Closing Doors (monthly): 12-19-09

Previous Examination Made: 12-13-09

Remarks or changes:

Signed: William Graham 3-152 (examiner)

Mine Foreman

Mine Manager

Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-5-10

Time 12:30 AM

Fan North

Location North Portal

Fan Operating Properly yes

Water Gage Pressure 5.8'

Fan Signal Check (monthly) 12-19-09

Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09

Previous Examination Made 12-13-09

Remarks or changes

Signed D. Drensburg (Examiner) 8-4-10 8

Certificato Number 27236

Shell Bennett Mine Foreman Mine Manager

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-6-09
Time 12:44 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 58"

Fan Signal Check (monthly) 12-19-09
Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09
Previous Examination Made 12-13-09

Remarks or changes Reduced chart & greased fan bearings

Inland 73.3°
Outland 60.3°

Signed Ed. E. Simms 3-15-2
(examiner)

Mine Foreman Mine Manager

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-7-10
Time 12:10 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.8"

Fan Signal Check (monthly) 12-19-09

Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09

Previous Examination Made 12-13-09

Remarks or changes

Signed S. Henshaw (examiner) 8-9-09

Mine Foreman Mine Manager

28236 Certificate Number
Supervisor or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 1-8-10
Time: 12:30 AM

Fan: North
Location: North Portal

Fan Operating Properly: Yes
Water Gage Pressure: 5.8'

Fan Signal Check (monthly): 12-19-09
Previous Check Made: 12-13-09

Automatic Closing Doors (monthly): 12-19-09
Previous Examination Made: 12-13-09

Remarks or changes:

Signed: J. Shrewsbury
(examiner) 8-4-18

Cert: 2832

Rick Foster
Mine Foreman

Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 1-9-10
Time: 12:15 AM

Fan: North
Location: North Portal

Fan Operating Properly: yes
Water Gauge Pressure: 10.0"

Fan Signal Check (monthly): 12-19-09
Previous Check Made: 12-13-09

Automatic Closing Doors (monthly): 12-19-09
Previous Examination Made: 12-13-09

Remarks or changes:

Signed: D. Shrestha
(examiner)
8-4018

Mine Foreman: Rick Foster
Mine Manager: Certificate Number: Superintendent or Assistant:
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 01-10-10
Time 5:50 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 6"

Fan Signal Check (monthly) 12-19-09

Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09

Previous Examination Made 12-13-09

Remarks or changes

Signed Danny Hawk, NR-2882

Mine Foreman   Mine Manager

28734 Certificate Number   Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-11-10
Time 11:50 AM

Fan North
Location North Portal

Fan Operating Properly yes
Water Gage Pressure 5.4''

Fan Signal Check (monthly) 12-19-09
Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09
Previous Examination Made 12-13-09

Remarks or changes

Signed Shrewsbury
8-618

[Signature]

Mine Foreman Mine Manager

Certificate Number 2836
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-12-10

Time 12:40 AM

Fan North

Location North Portal

Fan Operating Properly yes

Water Gage Pressure 5.4'

Fan Signal Check (monthly) 12-19-09

Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09

Previous Examination Made 12-13-09

Remarks or changes

Signed B. Shrewsbury (examiner) 8-4-01

Mark Bell Mine Foreman

M. Scheu Mine Manager

Certificate Number 28736

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-13-10
Time 12:26 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.6"

Fan Signal Check (monthly) 12-19-09

Previous Check Made 12-13-09

Automatic Closing Doors (monthly) 12-19-09

Previous Examination Made 12-13-09

Remarks or changes Replaced chart & greased fan bearing's

Inboard 62.0°

Out board 63.6°

Signed Viller & Graham 3-152
(examiner)

Reid Foster Mine Foreman

Mine Manager

Certificate Number 28234

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 1-14-10
Time: 12:25 AM

Fan: North
Location: North Portal

Fan Operating Properly: Yes
Water Gage Pressure: 0.0"

Fan Signal Check (monthly): 12-19-09
Previous Check Made: 12-13-09

Automatic Closing Doors (monthly): 12-19-09
Previous Examination Made: 12-13-09

Remarks or changes:

Signed: D. Dresnberg (examiner)
8-4-018

Rick Fale
Mine Foreman

Certificate Number: 28234
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-15-70

Time 12:20 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.8"

Fan Signal Check (monthly) 12-19-09

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 12-9-09

Previous Examination Made 12-13-09

Remarks or changes

Signed S. Shrewsbury (examiner) 8-4-18

R. B. Post

Mine Foreman

M. B. Manahan

Certificante Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 1-16-10
Time: 12:30 AM

Fan: North
Location: North Portal

Fan Operating Properly: Yes
Water Gage Pressure: 5.6'

Fan Signal Check (monthly): 12-19-09
Previous Check Made: 12-13-09
Automatic Closing Doors (monthly): 12-19-09
Previous Examination Made: 12-13-09

Remarks or changes:

Signed: [Signature]
(examiner)
8-4-018

Mine Foreman: [Signature]
Mine Manager: [Signature]
Certificate Number: 28734
Superintendent or Assistant: [Signature]
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-17-10  
Time 1:45 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.5"

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes Greased Motor Bearing's/Replaced Rope/ on automatic closing doors

Signed [Signature] 3-15-2
(examiner)

[Signature]  [Signature] 28236
Mine Foreman Mine Manager  Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 1-18-10
Time: 10:14 AM

Fan: North
Location: North Portal

Fan Operating Properly: Yes
Water Gage Pressure: 5.6"

Fan Signal Check (monthly): 1-17-10
Previous Check Made: 12-19-09

Automatic Closing Doors (monthly): 1-17-10
Previous Examination Made: 12-19-09

Remarks or changes:

Signed: [Signature] 3-151
(examiner)

Mine Foreman: [Signature]
2836
Certificate Number

Mine Manager: [Signature]
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date  1-19-10
Time  1:45 AM

Fan  North

Location  North Portal

Fan Operating Properly  Yes

Water Gage Pressure  5.6"

Fan Signal Check (monthly)  1-17-10

Previous Check Made  12-19-09

Automatic Closing Doors (monthly)  1-17-10

Previous Examination Made  12-19-09

Remarks or changes  Cal. Recorder Chart

Signed  William Graham 3-15

Mine Foreman  Mine Manager

Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 12/20/10
Time 5:15 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 6.4

Fan Signal Check (monthly) 12/17/10

Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 12/17/10

Previous Examination Made 12/19/09

Remarks or changes Greased fan bearings

Signed
(examiner)

Rick Booth
Mine Foreman

28036
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-21-10
Time 5:00 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5.4"11
Fan Signal Check (monthly) 1-17-10
Previous Check Made 12-19-09
Automatic Closing Doors (monthly) 1-17-10
Previous Examination Made 12-19-09

Remarks or changes Chart read 5.0, Water gauge 5.4 adjusted

Signed J.E. Rote 8-17
(examiner)

---

P. Fister
Mine Foreman

---

Certificate Number 22236

---

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-22-10
Time 17:50 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed [Signature]
(examiner)

Mine Foreman

Mine Manager

Certificate Number 28736

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-23-10
Time 4:30 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed /E. Sheets 8-11
(examiner)

R. St. John
Mine Foreman

28234
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 01-24-10
Time 5:50 PM

Fan __North____________________
Location __North Portal__________

Fan Operating Properly __YES____
Water Gage Pressure __5 3/4''_____ 

Fan Signal Check (monthly) 01-17-10
Previous Check Made __12-19-09____
Automatic Closing Doors (monthly) 01-17-10
Previous Examination Made __12-19-09____

Remarks or changes

Signed ________________
(examiner)

____________________
Mine Foreman
____________________
Mine Manager

2873
Certificate Number

____________________
Superintendent or Assistant
# Daily and Monthly Examination of Ventilation Equipment

**Date:** Jan 25, 10  
**Time:** 6:15 AM

<table>
<thead>
<tr>
<th>Information</th>
<th>Details</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fan</td>
<td>North</td>
</tr>
<tr>
<td>Location</td>
<td>North Portal</td>
</tr>
<tr>
<td>Fan Operating Properly</td>
<td>Yes</td>
</tr>
<tr>
<td>Water Gage Pressure</td>
<td>5.9&quot;</td>
</tr>
<tr>
<td>Fan Signal Check (monthly)</td>
<td>1/17/10</td>
</tr>
<tr>
<td>Previous Check Made</td>
<td>12/19/09</td>
</tr>
<tr>
<td>Automatic Closing Doors (monthly)</td>
<td>1/17/10</td>
</tr>
<tr>
<td>Previous Examination Made</td>
<td>12/19/09</td>
</tr>
</tbody>
</table>

**Remarks or Changes**

Signed by [Signature]

Mine Foreman: [Signature]  
Mine Manager: [Signature]  
Certificate Number: 28234  
Superintendent or Assistant: [Signature]
## DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

<table>
<thead>
<tr>
<th>Date</th>
<th>1-26-10</th>
</tr>
</thead>
<tbody>
<tr>
<td>Time</td>
<td>5:10 A.M.</td>
</tr>
</tbody>
</table>

**Fan Location**
- North Portal

**Fan Operating Properly**
- Yes

**Water Gage Pressure**
- 5.4 PSI

**Fan Signal Check (monthly)**
- 1-17-10

**Previous Check Made**
- 12-19-09

**Automatic Closing Doors (monthly)**
- 1-17-10

**Previous Examination Made**
- 12-19-09

**Remarks or changes**

---

Signed: [Signature]
(examiner)

---

Mine Foreman: [Signature]
Mine Manager: [Signature]
Certificate Number: [Number]
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-27-10
Time 5:45 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or Changes Changed chart, greased fan bearings

Inboard 85° Outboard 84°

Signed [Signature]
(examiner)

Rick Bates
Mine Foreman

-28236-
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-28-10

Time 4:45 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.5"

Fan Signal Check (monthly) 1-17-16

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-16

Previous Examination Made 12-19-09

Remarks or changes

Signed J.E. Sheets 8-19
(examiner)

__________________________  __________________________
Mine Foreman Mine Manager

__________________________
Certificate Number

__________________________
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-29-10
Time 4:30 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.8"'

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes


Signed TE Sheets 8-11
(examiner)

Mine Foreman Mine Manager
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 1-30-10

Time 4:36AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.7"'

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or Changes

Signed J. E. Sheets 8-15 ( Examiner )

Mine Foreman Mine Manager 

Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 01-31-10
Time 7:45 AM

Fan North
Location North Portal
Fan Operating Properly YES
Water Gage Pressure 5.9"
Fan Signal Check (monthly) 1-17-10
Previous Check Made 12-19-09
Automatic Closing Doors (monthly) 1-17-10
Previous Examination Made 12-19-09
Remarks or changes

Signed N. Zaneff NR 2882

Rick Bates
Mine Foreman

28736
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/1/10
Time 5:45 Am

Fan North

Location North portal

Fan Operating Properly Yes

Water Gage Pressure 5.8"

Fan Signal Check (monthly) 1/17/10

Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 1/17/10

Previous Examination Made 12/19/09

Remarks or changes

Signed

Rick Bates
Mine Foreman

Certificate Number 28236

Superintendent or Assistant

Vince Harmer
(examiner) 249
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-2-10
Time 5:05 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 6.75
Fan Signal Check (monthly) 1-17-10
Previous Check Made 12-19-09
Automatic Closing Doors (monthly) 1-17-10
Previous Examination Made 12-19-09

Remarks or changes

Signed W. E. D. (examiner)

Rick Foster
Mine Foreman

Certificate Number 23724

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-9-10

Time 5:15 A.M.

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.3"

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes Changed chain, greased fan bearings, temp. inboard 117°

outboard 76°, checked audible alarm

Signed J. E. Sheets 8-15
(examiner)

[Signature]
Mine Foreman

[Signature]
Mine Manager
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-4-10
Time 3:10AM

Fan North
Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.6''

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed [signature]

Rich Otto
Mine Foreman

[Signature]
Mine Manager

28234
Certificate Number

Superintendent or Assistant

[Signature]
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-5-10

Time 5:05 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.4'

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed E. Shale 2-11
(examiner)

[Signatures for Mine Foreman and Mine Manager]
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/6/10
Time 5:30 AM

Fan North

Location North portal

Fan Operating Properly Yes

Water Gage Pressure 52"

Fan Signal Check (monthly) 1/7/10

Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 1/7/10

Previous Examination Made 12/19/09

Remarks or changes

Signed [Signature]

Mine Foreman Mine Manager 29736 Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-7-10
Time 11:40 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.7"

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed J. Schramm (examiner) 8-4-09

Mine Foreman Mine Manager 28736 Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-8-10
Time 5:30 AM

Fan North
Location North Portal
Fan Operating Properly Yes
Water Gage Pressure 5.65

Fan Signal Check (monthly) 1-7-10
Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-7-10
Previous Examination Made 12-19-09

Remarks or changes

Signed

(Examiner)

Rick Zate
Mine Foreman  Mine Manager

Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-9-10
Time 4:40 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.7″

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed

(examiner)

Rick Foster
Mine Foreman

28286
Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date: 2-10-10
Time: 6:00 AM

Fan: North

Location: North Portal

Fan Operating Properly: Yes

Water Gage Pressure: 5.8

Pan Signal Check (monthly): 1-13-10

Previous Check Made: 12-19-09

Automatic Closing Doors (monthly): 1-13-10

Previous Examination Made: 12-19-09

Remarks or changes: Changed shaft, greased fan bearings, greased motor bearings.
78° inboard bearing, outboard 72°

Signed: E. Shafter 2-25
(examiner)

R. Parks
Mine Foreman

2-8-24
Certificate Number
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-11-10
Time 5:30 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 5.6'

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed J. E. [Signature]
(examiner)

[Signature] Mine Foreman
[Signature] Mine Manager

Certificate Number 25736
Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2-12-10
Time 4:45 AM

Fan North

Location North Potal

Fan Operating Properly Yes

Water Gage Pressure 5.7"

Fan Signal Check (monthly) 1-17-10

Previous Check Made 12-19-09

Automatic Closing Doors (monthly) 1-17-10

Previous Examination Made 12-19-09

Remarks or changes

Signed 1C Shuter 8-11

Mine Foreman

Mine Manager

Certificate Number

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date  2/13/10
Time  6:15 AM

Fan  North

Location  North Portal

Fan Operating Properly  Yes

Water Gage Pressure  5.7

Fan Signal Check (monthly)  1/5/10

Previous Check Made  12/19/09

Automatic Closing Doors (monthly)  11/19/09

Previous Examination Made  12/19/09

Remarks or changes

Signed  Bobby Goss

Mine Foreman  Mine Manager

Certification Number  28736

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date  2/14/10
Time  10:30AM

Fan  NORTH

Location  NORTH Portal

Fan Operating Properly  YES

Water Gage Pressure  5.7'

Fan Signal Check (monthly)  1/17/10

Previous Check Made  12/19/09

Automatic Closing Doors (monthly)  1/17/10

Previous Examination Made  12/19/09

Remarks or changes

Signed  [Signature] ( Examiner )

Mine Foreman  Mine Manager

Certification Number  Superintendent or Assistant

8-1031
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date  2/15/09  10
Time  5:00 p.m.

Fan  NORTHERN

Location  NORTH PORTAL

Fan Operating Properly  YES

Water Gage Pressure  5.6'

Fan Signal Check (monthly)  1/17/10

Previous Check Made  12/19/09

Automatic Closing Doors (monthly)  1/17/10

Previous Examination Made  12/19/09

Remarks or changes

Signed  Riddlym  8/4/08

Mine Foreman  Mine Manager

Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/14/10
Time 6:20 A.M.

Fan North

Location North portal

Fan Operating Properly Yes

Water Gage Pressure 5.8"

Fan Signal Check (monthly) 1/17/10

Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 1/17/10

Previous Examination Made 12/19/09

Remarks or changes

Signed Virgil Brown

(Examiner) 4249

Spark Jones

Mine Foreman

Certificate Number 2823

Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/17/10
Time 4:30 AM

Fan north
Location north portal
Fan Operating Properly Yes
Water Gage Pressure 5.5"

Fan Signal Check (monthly) 1/17/10
Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 1/17/10
Previous Examination Made 12/19/09

Remarks or changes Changed chart, greased bearings

Signed

Mine Foreman Mine Manager
28734 Certificate Number Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/18/10
Time 5:00 AM

Fan North

Location North Portal

Fan Operating Properly Yes

Water Gage Pressure 2.7"

Fan Signal Check (monthly) 1/17/10

Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 1/17/10

Previous Examination Made 12/19/09

Remarks or changes

Signed [Signature]

Mine Foreman  Mine Manager

Certificate Number  Superintendent or Assistant
DAILY AND MONTHLY EXAMINATION OF VENTILATION EQUIPMENT

Date 2/19/10
Time 5:45 Am

Fan North

Location North portal

Fan Operating Properly Yes

Water Gage Pressure 5.2"

Fan Signal Check (monthly) 1/17/10

Previous Check Made 12/19/09

Automatic Closing Doors (monthly) 1/17/10

Previous Examination Made 2/19/09

Remarks or changes Monthly Fan check

checked doors, ropes, fan alarm

+ greased motor bearings

Signature: A. Shrewsbury 8-2-09

Signed Examiner 4-2-49

Mine Foreman: Rick Foster
Mine Manager: 28236
Certificate Number: Superintendent or Assistant